2007

Local Heat Transfer Coefficients Under Flows Induced by Vibrating Cantilevers

M. Kimber

S V. Garimella

Purdue University, sureshg@purdue.edu

Follow this and additional works at: http://docs.lib.purdue.edu/coolingpubs


http://docs.lib.purdue.edu/coolingpubs/266

This document has been made available through Purdue e-Pubs, a service of the Purdue University Libraries. Please contact epubs@purdue.edu for additional information.
Local Heat Transfer Coefficients Under Flows Induced by Vibrating Cantilevers

Mark Kimber and Suresh V. Garimella
NSF Cooling Technologies Research Center
School of Mechanical Engineering, Purdue University, West Lafayette, Indiana

Piezoelectric fans are flexible vibrating cantilevers and can provide large enhancements in heat transfer over natural convection while consuming very little power. Flows induced by these devices are visualized experimentally by determining local heat transfer coefficients of fans operating near a constant heat flux surface. Behavior of the temperature contours is dependent on vibration amplitude and distance from heater to fan tip (gap). For small gaps, the cooling is nearly uniform within the vibration envelope. An optimal gap based on the stagnation performance is apparent and appears to be dependent on vibration amplitude. With two fans operating simultaneously, the behavior become more complex, and for an intermediate fan pitch, yields constructive interference where the peak local performance shows an increase of approximately 10%.