2010

Status And Outlook: Industrial Heat Pumps

Rainer Jakobs
Information Centre on Heat Pumps and Refrigeration eV. Karlsruhe+Breuberg

Dominik Cibis
European Academy of Refrigeration and Air Conditioning

Hans-Jürgen Laue
Information Centre on Heat Pumps and Refrigeration eV.

Follow this and additional works at: http://docs.lib.purdue.edu/iracc

http://docs.lib.purdue.edu/iracc/1081

This document has been made available through Purdue e-Pubs, a service of the Purdue University Libraries. Please contact epubs@purdue.edu for additional information.
Complete proceedings may be acquired in print and on CD-ROM directly from the Ray W. Herrick Laboratories at https://engineering.purdue.edu/Herrick/Events/orderlit.html
Status and Outlook: Industrial Heat Pumps

Rainer Jakobs $^{1,2,*}$, Dominik Cibis$^{2}$, Hans-Jürgen Laue$^{1}$

$^1$ Information Centre on Heat Pumps and Refrigeration e.V. 
Karlsruhe + Breuberg Germany, 
Jakobs@izw-online.de  Laue.IZW@t-online.de

$^2$ European Academy of Refrigeration and Air Conditioning - 
University of Cooperative Education Maintal Germany, 
Dominik.Cibis@esak.de

* Corresponding Author

ABSTRACT

Markets for heat pumps have been expanding at a healthy rate over recent years. Two major drivers have been uncertainty over energy prices and growing environmental and climate concerns, which have highlighted the need to save energy and optimize renewable energy sources.

Heat pump markets in many countries have focused chiefly on residential heat pump applications. Turning to heat pumps for high capacity in commercial and industrial applications has been much less of a natural reflex. Increased energy cost and awareness of the need for reduction of CO$_2$ emissions are drivers for large heat pumps. The main market barriers are expected to be lack of experience and thus lack of acceptance in market.

This paper summarizes the objective of a new started IEA Annex to reduce the use of energy and greenhouse gas emissions by the increased implementation of large heat pumps. This paper will also highlight some successful applications.

1. INTRODUCTION

The heat pump (HP) markets are currently growing at a steady pace. The prices for energy and environmental concern set focus on energy conservation and use of renewable energy sources. Heat pump markets and policy in many countries have focused mainly on residential heat pumps for space heating and domestic hot water.

While the residential market may be satisfied with standardized products and installations, most industrial heat pump applications need to be adapted to unique conditions. In addition a high level of expertise is crucial. Industrial heat pumps within this annex are defined as heat pumps in the medium and high power ranges which can be used for industrial processes and in industrial, commercial and multi-family residential buildings as well as district heating. Their potential for energy conservation and reduction of CO$_2$ emissions is enormous.

Heat pumps for high temperature applications and industrial use have often been neglected. The share of energy cost has been low for companies and thus investments to improve production normally have a much higher priority than investments in energy efficiency. Increased use of energy has, to some extent, been an indication of economic growth.

The industrial sector is of course a large energy consumer. Figure 1 shows, as an example, how close in size industry’s share of total energy consumption is to that of households and services in the European Union.
Under the IEA Implementing Agreement on Heat Pumping Technologies already two annexes dealing with industrial heat pumps were executed:


HPP Annex 21 generated an overview of potential industrial heat pump applications and also developed an "Industrial Heat Pump Screening Program" to determine how industrial heat pumps could be used in different applications. Since the final report on Annex 21 there are new possibilities and new developments:

- Better and further developed software
- Newly available compact components
- Higher energy costs and expected further rise
- More stringent government legislation (reduction of Carbon dioxide emissions)
- New refrigerants considerations

A strong motivation for launching this initiative is the enormous potential for energy conservation and reduction of CO₂ emissions that industrial heat pumps offer, a potential that policy papers do not currently take into account.

### 2. MAIN BARRIERS

The main market barriers are expected to be lack of experience and thus lack of acceptance in market with operators, industrial partners and its supply and consulting chains. These barriers can be broken down into several focal points for work to be undertaken under the Annex. There are at the start of the Annex four different directions:
o Introduction of heat pumps in process industry such as chemical industry with its distillation columns, the pulp and paper and steel industry. Advanced software models are used by large specialized engineering companies. Process intensification and standardized and proven concepts are applied.

o Introduction of heat pumps in industrial processes on a smaller scale, especially in food industry (breweries and dairies), where both heating and cooling are used. Specialized suppliers are active in this field of standardized machinery and concepts up to complete turn-key built factories. Some of these are aware of the possibilities to increase efficiency of their products by integrating heat pump technology in their concepts and products.

o Expansion of cooling processes towards the use of condenser heat and heat wasted in cooling towers, as this is one of the new developments among suppliers of refrigeration and cooling concepts.

o Introduction of heat pumps in small manufacturing companies, often located at a common area, where heating of offices is the main use of heat and the other energy need is power to drive machinery.

The temperature level of the waste heat is determined by process fundamentals and process equipment design, and is thus, for an existing plant, set. However the temperature level which the waste heat appears and can be used is determined by the design of the utility systems, i.e. cooling water and air. This essential difference is often overlooked when discussing waste heat utilization.

The amount and temperature level of the waste heat can be determined by process integration methods, e.g. pinch analyses. These methods are powerful tools and give a total picture of the situation at the plant including the possibilities for internal use of the heat. There are several competing alternatives to utilize waste heat and it is normally not obvious which the most favorable one is. The heat can internally be better used for heating purposes and in new or modified process parts. Heat pumping is one of the alternatives which are today already common practice in some branches and with a large potential to grow in other industries. Another option is to use the heat for heating demands outside the plant in a district heating system.

To be able to increase the awareness of possibilities and to select between the alternatives, a high level of expertise for system design, process integration and planning is crucial. Design software on process integration and design plays an important role at this stage. However, this seemingly being a complex approach needing a lot of high level expertise, simple straightforward solutions on a small scale should not be overseen.

There seems to be a lot of barriers to apply heat pumps. On the other hand it is also noticed that in several sectors there are successful heat pump applications.

3. TECHNICAL ASPECTS

While there is enormous potential and scope to exploit, the work of the new Annex must be tailored to resources available and aim at realistic targets that are smart in terms of economic efficiency. We shall therefore start with an overview of technologies and applications, and analysis of technical barriers affecting the decision-taking process in existing and new applications.

o Overview of the development of components and heat pumps from medium sizes upwards and the need to develop new technology

o Develop technology to reduce energy costs, fossil energy consumption and CO₂ - emissions

o Find possibilities to integrate heat pump technology into standard process machinery

o Develop ways to avoid the constraints related to medium and high temperature refrigerants and adapt compressors for high temperature and capacity control
3.1 DEFINITION

"Industrial heat pumps" IHP within this annex are defined as heat pumps in the higher temperature and medium and high power ranges that can be used for heat recovery and heat upgrading in industrial processes, but also for heating, cooling, air-conditioning in industrial, commercial and multi-family residential buildings, also for district heating:

- Space heating: Heat pumps can utilize conventional heat sources for heating, cooling and air-conditioning in industrial, commercial and multi-family residential buildings as well as district heating. They can recover industrial waste heat that could not be used directly, and provide a low- to medium temperature heat that can be utilized internally or externally for space and greenhouse heating.

- Process water heating and cooling: Many industries need warm process water in the temperature range from 40-90°C, and often have a significant hot water demand in the same temperature range for washing, sanitation and cleaning purposes. This can be met by heat pumps. Heat pumps can also be a part of an integrated system that provides both cooling and heating.

- Steam production: Industry consumes vast amounts of low-, medium- and high-pressure steam in the temperature range from 100-200°C. Steam is used directly in industrial processes, and for heat distribution. Current high temperature heat pumps can produce steam up to 150°C.

- Drying process: Heat pumps are used extensively in industrial dehumidification and drying processes at low and moderate temperatures (maximum 100°C). The main applications are drying of pulp and paper, various food
products, wood and lumber. Drying of temperature-sensitive products is also interesting. Heat pump dryers generally have high performance, and often improve the quality of the dried products as compared with traditional drying methods. Because the drying is executed in a closed system, odors from the drying of food products etc. are reduced.

- Evaporation and distillation processes: Evaporation and distillation are energy-intensive processes, and most heat pumps are installed in these processes in the chemical and food industries. In evaporation processes the residue is the main product, while the vapour (distillate) is the main product in distillation processes.

### 3.2 HP TYPE and APPLICATION RANGE

**Type of industrial heat pumps**
- closed compression cycle, electric motor-driven or motor-driven
- mechanical vapour recompression (MVR) and thermal vapour recompression (TVR)
- absorption – compression cycle; absorption cycle; adsorption cycle

**Temperature range**
- To 100 °C and more
- Heat sink temperature: > 70 °C
- Heat source: < ~60 °C
- Heat recovery from ~50 – 60 °C, upgraded to ~90 – 100 °C

**Power Range**
- Medium power: 50 – 150 kW
- High power: 150 kW to several MW

**Refrigerant Limits**
- Limit of present, most common HFC: ~ 80 °C
- > 80 °C: NH₃ – H₂O; NH₃; CO₂; R290 (Propane); R600 Butane and some HFCs: Pentafluorpropan (R245fa); Pentafluorbutan (R365mfc)
- Research and development high temperature e.g.:
  - R718 (H₂O); R744 (CO₂); R717 (NH₃); Mixtures R717-R718

### 4. FOCUS

Focus will be on medium to small size process industries and industrial areas with small manufacturing processes:

- Specialized suppliers of standardized machinery, concepts and turn-key factories not aware of the possibilities to increase the energy efficiency of their products by integrating HP technology in their concepts and products.

- Development and application of high temperature heat pumps.

- Standardisation in cooling processes towards the use of condenser heat and heat wasted in cooling towers.

- Small manufacturing companies, often located at a common area, where offices are the main use of heat and the other energy need is power to drive machinery.

The work will also focusing on analysing the status of heat pumps in models and the system aspects requiring technological knowledge as input in the models, see Lambauer et al. 2008 a, Becker et al. 2009. Reliable data are important for design of the heat pump systems for industry with each unique installation. To have reliable tools for design is of utmost importance for the installers of the systems. Adequate integration of heat pumping technology in process design methodologies and manufacturing process technologies is important.
5. POTENTIAL ANALYSIS FOR LARGE SCALE HEAT PUMPS IN GERMANY

As shown in figure 1 27.5% of the final energy consumption in Europe is used in the industry. Figure 3 shows the energy consumption of the main industries in selected European countries. Only one third of the energy is electricity. Oil, gas and coal dominate the final energy use in the industry.

Potential analysis in Germany

According to Heidelck et al.; IZW-DKV 2000, and IZW-DKV 2001 the use of IHPs in Germany is relatively low compared to other countries.

To estimate the technical potential that can be made available by the use of HP technology in the German industry sector, calculations in regard to the usable temperature level and the identified applications based on the energy consumption of different branches of industry are conducted by Lambauer et al. 2008 a,b. The possible reductions in primary energy consumption as well as CO₂ - emissions are calculated. This analysis is done for different sizes of enterprises within the same branch of industry to consider for example differences in energy cost and production structure.

The conducted analysis shows for Germany that for hot water supply in industry around 14.6 PJ per year could be provided by heat pumps. For low temperature process heat and for heating three different steps are calculated in regard to the possible output temperature of heat pumps (70°C, 80 °C and 100 °C). At current technological level (70 °C) heat pumps could supply around 161.4 PJ for heating and 55.1 PJ process heat per year. Altogether HPs with their current technology have the potential to supply 231.1 PJ per year. By raising the temperature to 80 °C this number increases of about 10.6 PJ per year supplied by HPs. To raise the possible temperature level up to 100 °C would result in an increase of possible heat supply of additional 147.9 PJ per annum. Figure 4 illustrates the potential of heat supply for HPs for selected industry branches. This graph shows the importance of raising the possible output temperature of industrial heat pumps from currently around 70 °C up to 100 °C.
Heat pumps (output temperature 100 °C) have the possibility to provide around 390 PJ per year which is equal to around 16 % of the total energy consumption of German industry in 2005. But up to now just a very small number of this potential is used by IHPs.

6. HEAT PUMP APPLICATIONS

- Värtan Ropsten, Sweden, the largest sea water heat pump, successful in operation since 1985, district heating 180 MW; 80°C
- Nimrod in Stockholm City is a district cooling and heating plant operating since 2001. The cooling capacity is 48 MW and the district heating capacity is 36 MW. Sea water is heat sink and heat source.
- SYSAV Malmö – waste incineration plant with heating capacity of 19 MW running since 2002
- Sandvika, Oslo, Waste heat recovery from sewage water, Heating capacity 14 MW, water temperature for district heating 78°C,
- Skoyen Vest, Oslo, Waste heat recovery from sewage water, Heating capacity 12 MW Hot water production temperature 90°C, operating since 2005
- Katri Vala, Helsinki, District heating and cooling production, heating 90 MW and cooling 84 MW, operating since 2006
- Basel, Waste water plant since 20 years, heating capacity 800 kW
- Winterthur, Waste water plant, heating capacity 820 kW
- Modernization Luxushotel 5* Carlton in St. Moritz, Domestic hot water production, 150 kW, since 2006

7. TARGET AND BENEFITS

Reliable data are important for estimation of the potential energy savings and emissions reduction with the technology for a sustainable society. This is mainly addressed to policy makers for input to directives and legislation, and as input to statistics. Correct design is essential for the long-term reputation of the technology. This is mainly addressed to installers, manufacturers and consulting engineers. Finally, it is important to have a fair comparison between different heat pump systems in order to contribute to a sustainable society and also to support state-of-the-art technology. Reliable data for marketing will simplify the selection procedure for the end users and stimulate the manufacturers to develop new generations of competitive and efficient heat pumps. In order to contribute to a sustainable society, it is of importance that the heat pump systems eventually installed are selected among the best heat pump systems on the market.

8. CONCLUSIONS

HP markets in many countries presently focused on residential application. HPs for industrial and commercial applications have on many markets been neglected due to the payback period. As energy cost are growing, industrial payback period values are more easily attainable. Need for research & development for high temperature use IHP’s potential for energy conservation and reduction of CO₂ - emissions is enormous. The objective of the new HPP Annex Application of Industrial Heat Pumps is to reduce the use of energy and emissions of greenhouse gases by the increased implementation of large scale HPs in industrial and commercial application.

- Developing information for key stakeholders in industry and its supply and consulting chain.
- According to the current analysis of potential applications and the best-practice examples it can be concluded that the main applications are hot water supply and space heating.
- For most industrial processes the possible temperature level of current heat pumps is not sufficient. But the use of waste heat offers in addition to the result of the potential analysis another huge potential for heat pumps in industry.
- Furthermore the contact with manufacturers, potential users, planers, associations and information centres shows that the knowledge about large scale heat pumps is rather low.
- For the application of heat pumps specific conditions must be adhered in order to get satisfying results.

REFERENCES